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May 29,2902

Joanna Jirog
Bao Bao ~staurant & Pub
520 South Street
Bow, NH 3304

LETTER OF DEFICIENCY# WSEB 02-30
Certified Mail# 70993400000306923751

Subject: Bpw- Public Water System: Baa Baa Restaurant (EPA# 0268030)

Dear Ms. {iang

The recor s of the NH Department of Environmental Services (DES) show that the Ha Bao
Restauran & Pub water system is classified as a public water system (PWS), as define by RSA
485: l-a. PWS is defined as any water system supplying 15 or more services, or 25 r more
people for 60 or more days per year .As such, the water system owner is required to s bmit
chemical amples according to the system's established sampling schedule to the State laboratory
or a State- ertified laboratory in compliance with NH Administrative Rule Env-Ws 32 .

DES reco*s show th.at the su.bje7t wate: system failed to submit the following chemic~1 sample
results for Ithe followmg monItorIng perIods ( calendar quarters). I

£"i
V Q4 -2001

Nitrate and Nitrite
Sources 001 and 002

As a resul~ ofthe failure to submit the above-described samples, a Notice of Violatio ~ OV), dated Mar h 18, 2002, was sent to you. The NOV requested that you immediately sub it the

above-des ribed samples as make-up samples. To date, DES has not received the m -up
sample re ults, thus placing the water system in violation of Env-Ws 326.

D~S belieyes the monitoring/reporting deficiencies can be addressed by taking the follbwing
actiOn: I I

By June 7, 2002, submit as "make-up samples" a nitrate and a nitrite sam~ e from
each source to the State laboratory or a State-certified laboratory .Please e the
enclosed analysis results form when submitting the samples to your laborat ry .

The failur to submit Q4-2001 nitrate and nitrite samples required you to perform publ.c notice
of the mo itoring/reporting violation. The March 18,2002, NOV requested that you p rform the
public not ce within 30 days and submit proof of public notice to DES within 10 days f
providing ublic notice. To date, DES has not received proof of public notice, thus pi ing the
water syst m in violation of Env-Ws 351.
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DES belie~es the public notice deficiency can be addressed by taking the following actions:

1 By J~n~ 7,2002, provide p.ublic notice of the failure to submit the Q4-2001 nitrate
and rntnte samples, as specified on the enclosed form; and I

2. 1 By June 17, 2002, provide proof of public notice to DES, as specified on t~e

enclosed form. I

In the ev ~ t compliance is not achieved within this period, DES may take further enfo fcement action. T ese actions include issuing an order requiring the deficiencies to be correcte , initiating

an admini trative fine proceeding, and/or referring the matter to the NH Department ° Justice

for impos ti on of appropriate penalties.

The proo~ of public notice as requested above should be addressed as follows or faxed l to ( 603 )

271-51711

Jeanne D. Lawson
Department of Environmental Services

Water Supply Engineering Bureau
6 Hazen Drive, PO Box 95
Concord, NH 03302-0095

Please co~tact Jeanne Lawson at (603) 271-6703 or by email atjlawson@des.state.nhjus, if you
have any ~uestions regarding this letter. I

.Giunta, P.G., Administrator
Water Supply Engineering Bureau

h:\wseb\enf~on\enforce\lods\chemon\O268030 mr-pn lod 02-30.doc

Enclosure: Analysis Request Form
Public Notice Form

cc: etch en Rule, DES Legal Unit (w/o encl.)
Et an Howard, Jr., MD, Town of Bow Health Officer (w/o encl.)

B nny Weng, Sampling Agent

E A, Region 1 (w/o encl.)
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